
ASSEMBLY INSTRUCTION
Locking 3 pole Power Connector System

R

.

n 
r 

,

25
0V

 / 2
0 A

 A
C

Put bushing (1) and chuck (2) onto the cable

Prepare cable as shown.

Insert the wires into the terminals and faste
the clamping device by help of a screw drive
(POZIDRIV #1).

Push insert (1) and chuck (2) into housing
(pay attention to the guiding keyway).

Fasten bushing by use of a fork wrench 3/4”
recommended Torque 2.5 Nm (1.8 lb-ft).
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Cable O.D. with white chuck:
6.0 mm [0.236”] - 12 mm [0.472”]
with black chuck
9.5 mm [0.374”] - 15 mm [0.59”]

Wiring:

Cable Connector RCAC3I-G-000 / RCAC3O-G-000
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Receptacle RRAC3I-G-000
 

/ RRAC3O-G-000

Panel Cutout
(Rear Side )

for flat quick-connect
receptacles 0.187” x 0.020” 19.0 mm
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Attention:
Maximum allowable 
torque 0.5 Nm.
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